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WARNING: 
If the information in these 
instructions is not followed exactly, a fire or 
explosion may result, causing death, personal 
injury, or property damage.

For Your Safety!
•  Do not store or use gasoline or other flammable 

vapors and liquids in the vicinity of this or 
any other appliance. To do so may result in an 
explosion or fire.

•  Installation and service must be performed by 
a qualified installer, service agency, or the gas 
supplier.

DESIGN

CERTIFIED ®

USE AND CARE MANUAL
WITH INSTALLATION INSTRUCTIONS 
FOR THE INSTALLER
Condensing 199,900 Btu/hr, 180,000 Btu/hr 
and 157,000 Btu/hr Models

What to Do If You Smell Gas
•  Do not try to light any  

appliance.
•  Do not touch any electrical switch; do not use 

any  
phone in your building.

•  Immediately call your gas supplier from a 
neighbor’s phone. Follow the gas supplier’s 
instructions.

•  If you cannot reach your gas supplier, call the 
fire department.

•  Do not return to your home until authorized by 
the gas supplier or fire department.
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READ THE SAFETY INFORMATION
Your safety and the safety of others are very important. There 
are many important safety messages in this manual and on 
your appliance. Always read and obey all safety messages.

This is the safety alert symbol. Recognize this 
symbol as an indication of Important Safety 
Information! This symbol alerts you to potential 
hazards that can kill or hurt you and others.

All safety messages will follow the safety alert symbol 
and either the word “DANGER,” “WARNING,” “CAUTION,” 
or “NOTICE.”

These words mean:

IMPORTANT SAFETY INFORMATION

WARNINGS:
•  Improper installation, adjustment, alteration, service, 

or maintenance can cause death, personal injury, or 
property damage. Follow the instructions in this manual.

READ ALL INSTRUCTIONS 
BEFORE USING.
Be sure to read and understand the entire Use and Care Manual 
before attempting to install or operate this water heater. It 
may save you time and money. Pay particular attention to the 
Safety Instructions. Failure to follow these warnings could result 
in death or serious bodily injury. Should you have problems 
understanding the instructions in this manual, or have any 
questions, STOP and get help from a qualified service technician 
or the local gas utility.

DANGER: 

NOTICE: 

! CAUTION: 

! WARNING:

An imminently hazardous 
situation that will result in 
death or serious injury.

A potentially hazardous 
situation that can result in 
death or serious injury and/or 
damage to property.

A potentially hazardous 
situation that may result in 
minor or moderate injury. 

Attention is called to observe a 
specified procedure or maintain 
a specific condition.

!
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IMPORTANT SAFETY INFORMATION

D A N G E R

FLAMMABLES Flammabl e Vapor s

Water heater  has a main
burner  flame.
The main  burner  flame:
1.  whic h can come  on
     at any ti me and
2.  will  ignite  flammable
     vapors.
Vapors:
1.  cannot  be seen,
2.  are heavie r than  air,
3.  go a long  way on the
     fl oor an d
4.  can be carried  from  
     othe r room s to  the 
     main  burner  flame  by 
     air currents .

      Vapors from flammabl e
liquids will explode an d
catch fire causing death or
severe burns .
Do no t use or  stor e flammabl e
products  such  as gasoline,
solvents  or  adhesives  in  the
same room  or  area near the
wate r heater .

Keep flammabl e products :
1.  far away from  heater ,
2.  in  approved  containers ,
3.  tightl y closed  and
4.  out of  children' s reach .

Installation:
Do not  instal l wate r heater
wher e flammabl e products  will
be stored  or  used  unless  the
main  burner  flam e is  at least

18" abov e the floo r.  This  will  
reduce , but  no t eliminate,  the 
risk  of  vapors  bein g ignite d 
by the main  burner  flame.

Read and follow water heater warnings and instructions.  If 
owners manual is missing, contact the retailer or manufacturer .

Water Heater Venting Safety

DANGER:
•  Failure to install and properly vent the water heater to 

the outdoors as outlined in the “Venting”  section of 
the Installation Instructions in this manual will result in 
death from fire, explosion, or asphyxiation from carbon 
monoxide. NEVER operate this water heater unless the 
vent and the air supply piping is properly installed and 
terminated to the outdoors. 

•  Be sure to inspect the vent terminal, the air intake, 
and the vent system on the water heater for proper 
installation at initial start-up and at least annually 
thereafter. Refer to the “Care and Cleaning” section 
of this manual for more information regarding vent 
system inspection.

WARNINGS:
•  Gasoline and other flammable liquids, materials, 

and vapors (including paint thinners, solvents, 
and adhesives) are extremely dangerous. DO NOT 
handle, use, or store gasoline or other flammable or 
combustible materials anywhere in the vicinity of a 
water heater or any other appliance. Be sure to read 
and follow the labels on the water heater, as well as the 
warnings printed in this manual. Failure to do so can 
result in death, bodily injury, or property damage.

•  Combustible construction refers to adjacent walls and 
ceilings and should not be confused with combustible 
or flammable products and materials. Combustible 
materials, such as clothing, cleaning materials, or 
flammable liquids, should never be stored in the vicinity 
of this or any gas appliance. Fire or explosion can occur 
causing death, personal injury, and/or property damage. 
See page 17 for clearances to combustible materials.

•  Follow vent manufacturer’s instructions for venting 
installation, including additional clearances from 
combustibles, to avoid conditions that can lead to 
death, personal injury, and/or property damage.

•  Use tankless water heater manufacturer-approved  
Schedule 40 PVC (foam core is not permitted at any 
time), Schedule 80 PVC, CPVC, ABS, UL 1738-listed 
Category III Stainless Steel, or PP. No other vent material 
is permitted.  For Canada, installations must follow ULC 
S636 for exhaust venting.

•  Moisture in the flue gas will condense as it leaves the 
vent terminal. In cold weather this condensate can 
freeze on the exterior wall, under the eaves, and on 
surrounding objects. Some discoloration to the exterior 
of the building is to be expected. However, improper 
location or installation may result in severe damage to 
the structure or exterior finish of the building.

•  For multiple-unit installation, a minimum distance 
between vent terminations must be maintained to 
prevent recirculation of vent gases. See page 38 for 
information on venting and clearances to multiple 
terminations. 

CAUTIONS:
•  Ensure that the appliance vent is securely glued and 

attached to the vent connection on the top of the water 
heater. DO NOT USE SCREWS.

•  DO NOT operate without the condensate drain connected 
and routed to a proper drain.
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IMPORTANT SAFETY INFORMATION

Water Supply Safety

D A N G E R!

HOT

Water temperature o ver 125 �$F (52°C)
can cause severe burns instantly or 
death fr om scalds.

Children,  disab led and elderl y are
at highest risk of being scalded.

See instruction man ual bef ore
setting temperature at water
heater .

Feel water bef ore bathing or
sho wering.

Temperature limiting valves are
availab le, see man ual.

BURN

  Temperature Conversion Chart °F/°C (Reference only)
  85 100 102 104 106 108 110 112 114 116 118 120 125 130 140 °F
  29  38   39   40   41   42   43   44   46   47   48   49   52   54   60  °C

Time/Temperature Relationship in Scalds

 120°F (49°C) More than 5 minutes
 125°F (52°C) 1 1/2 to 2 minutes
 130°F (54°C) About 30 seconds
 135°F (57°C) About 10 seconds
 140°F (60°C) Less than 5 seconds
 145°F (63°C) Less than 3 seconds
 150°F (66°C) About 1 1/2 seconds
 155°F (68°C) About 1 second
Table courtesy of Shriners Burn Institute

     Water Temperature        Time to Produce  
         a Serious Burn

Sa
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! DANGERS:
•  WATER TEMPERATURE SETTINGS 

– Safety and energy conservation 
are factors to be considered when 
selecting the water temperature 
setting of a water heater’s remote 
control. Water temperatures above 
125°F (52°C) can cause death 
or severe burns from scalding. 
Be sure to read and follow the 
warnings outlined on the pictured 
label.

•  There is a hot water scald potential 
if the water temperature is set 
too high. Households with small 
children, the disabled, or elderly 
persons may require a 120°F 
(49°C) or lower temperature setting 
to prevent contact with “HOT” 
water.

•  Before manually operating the 
relief valve, make certain no one 
will be exposed to the danger 
of the hot water released by 
the valve. The water may be hot 
enough to create a scald hazard. 
The water should be released into 
a suitable drain to prevent injury or 
property damage.

•  Failure to perform the recommended Routine Preventive 
Maintenance can harm the proper operation of this 
water heater, which can cause carbon monoxide 
dangers, excessive hot water temperatures, and other 
potentially hazardous conditions.

! WARNINGS:
•  IMPORTANT: DO NOT apply heat to the HOT or COLD 

water connections. If sweat connections are used, 
sweat tubing to adapter before fitting adapter to the 
water connections on heater. Any heat applied to the 
water supply fittings will permanently damage the 
internal components of the water heater.

•  In case the pipe insulation is not rated for the 
appropriate weather conditions, install electric heat 
tracing or equivalent to prevent freezing of the pipes. 
DO NOT insulate or block the drain valve on the hot 
outlet fitting. If the pipes are allowed to freeze, the 
water heater and the pipes may malfunction or leak due 
to freezing water.

•  Failure to drain the water heater as described on 
"Draining the Water Heater" can cause serious personal 
injuries from scalding and/or damage the water heater.

CAUTIONS:
•  This water heater must only be used 

with the following water supply system 
conditions:

–  With clean, potable water free of corrosive 
chemicals, sand, dirt, or other contaminants.

–  With inlet water temperatures above 32°F 
(0°C), but not exceeding 120°F (49°C).

–  DO NOT reverse the hot and cold water 
connections. The water heater will not operate.

•  Even when drained properly, a small 
amount of water will remain in the water 
heater. In cold weather conditions, this 
water can freeze. If this happens, allow 
the defrost protection on the heater 
at least 30 minutes to melt the frozen 
water or the water heater may not work 
properly. 

NOTICE:
The factory setting allows operating 
temperatures between 100°F (38°C) and 120°F 
(49°C). Temperatures of 85°F (29°C) and up to 
140°F (60°C) can be achieved with the control. 
Only qualified service personnel should perform 
this adjustment. Only factory-authorized 
control should be used.
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IMPORTANT SAFETY INFORMATION

WARNINGS:
•  The installation of gas piping must comply with local 

utility company requirements and/or in the absence of 
local codes, use the latest edition of National Fuel Gas 
Code (NFGC), ANSI Z223.1/NFPA 54, or CAN/CSA B149.1, 
Natural Gas and Propane Installation Code.

•  If inlet gas pressure is out of allowable range [4.0” w.c. 
(1.0kPa) – 10.5” w.c. (2.6kPa)] for Natural Gas, or [8.0” 
w.c. (2.0kPa) – 13.0” w.c. (3.2kPa)] for LP gas, a gas 
pressure regulator must be installed to maintain the 
allowable inlet gas pressure.

•  Should overheating occur or the gas supply fail to shut 
off, turn off the manual gas control valve to the water 
heater. 

CAUTIONS:
•  DO NOT attempt repair of electrical wiring, gas piping, 

heater control, burners, vent connectors, or other safety 
devices. Refer repairs to qualified service personnel.

•  Turn off the manual gas shut-off valve if the water 
heater has been subjected to overheating, fire, flood, 
physical damage, or if the gas supply fails to shut off. 

•  DO NOT turn on the water heater unless the water and 
gas supplies are completely opened.

Natural Gas and Lique�ed Petroleum Safety

DANGERS:
•  Never attempt to convert the water heater from 

natural gas to LP except the conversion following 
“Fuel Conversion Instructions” supplied with the water 
heater. The water heater must only use the fuel type in 
accordance with listing on data plate natural gas for 
natural gas units and LP for LP units. Any other fuel 
usage will result in death or serious personal injury 
from fire and/or explosion. This water heater is not 
certified for any other fuel type.

•  Both natural gas and propane (LP) have an odorant 
added to aid in detecting a gas leak. Some people 
may not physically be able to smell or recognize this 
odorant. If you are unsure or unfamiliar with the 
smell of natural gas or LP, ask the gas supplier. Other 
conditions, such as “odorant fade,” which causes 
the odorant to diminish in intensity, can also hide or 
camouflage a gas leak.

•  Water heaters using LP gas are different from natural 
gas models in terms of orifice size and a gas chip. A 
natural gas water heater will not function safely on LP 
and vice versa. 

•  LP must be used with great caution. It is heavier than 
air and will collect first in lower areas, making it hard 
to detect at nose level.

•  Before attempting to light the water heater, make sure 
to look and smell for gas leaks. Use a soapy solution 
to check all gas fittings and connections. Bubbling at 
a connection indicates a leak that must be corrected. 
When smelling to detect a gas leak, be sure to also sniff 
near the floor.

•  Gas detectors are recommended in LP and natural 
gas applications and their installation should be 
in accordance with the detector manufacturer’s 
recommendations and/or local laws, rules, regulations, 
or customs.

•  Combustible materials, such as clothing, solvents, 
cleaning materials, or flammable liquids, must not be 
placed in the vicinity of the water heater.

•  If a gas leak is present or suspected:
– DO NOT attempt to find the cause yourself.

–  Never use an open flame to test for gas leaks. The gas can 
ignite resulting in death, personal injury, or property damage.

–  Follow the steps listed under “What to Do If You Smell Gas” 
found on the front cover of this manual.

Safety
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IMPORTANT SAFETY INFORMATION
Before operating this water heater, be sure to read 
and follow the instructions on the label pictured below 
and all other labels on the water heater, as well as the 
warnings printed in this manual. 

Failure to do so can result in unsafe operation of the 
water heater, resulting in death, personal injury, or 
property damage. Should you have any problems 
reading or following the instructions in this manual, 
STOP and get help from a qualified service technician.

WARNING : If you do not follow these instructions exactly, a fire or explosion may result
causing property damage, personal injury or loss of life.

FOR YOUR SAFETY READ BEFORE OPERATING  

1.STOP! Read the safety information above on this label.
2.Turn off all electric power to the appliance.
3.DO NOT attempt to light the burner by hand.
4.Turn the Gas Shutoff Valve located on the outside of the unit
   clockwise      to the "OFF" position.
5.Wait five (5) minutes to clear out any gas. If you then smell gas, STOP! Follow "B" in
   the safety information above on this label. If you don't  smell gas, go to the next step.
6.Turn the Gas Shutoff Valve located on the outside of  the unit counterclockwise      to
   the "ON" position.
7.Turn on all electric power to the appliance.
8.If the appliance will not operate, follow the instructions "To Turn Off Gas To Appliance" 
   and call your service technician or gas supplier.

TO TURN OFF GAS TO APPLIANCE
 1.Turn off all electric power to the appliance if service is to be performed.

2.Turn  the  Gas Shutoff  Valve  located  on  the  outside  of  the  unit  clockwise       to  the  "OFF"  position.

GAS SHUTOFF
           VALVE

OPEN CLOSE

OPERATING INSTRUCTIONS 

Sa
fety
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IMPORTANT SAFETY INFORMATION

Electrical Safety

DANGER: 
•  Shock Hazard – Make sure the electrical power to the 

water heater is off to avoid electric shock that will 
result in death or serious personal injury.

WARNINGS:
•  For your safety, the information in this manual must 

be followed to minimize the risk of fire, explosion, or 
electric shock that can result in death, personal injury, 
and/or property damage.

•  Field wiring connections and electrical grounding must 
comply with local codes or, in the absence of local 
codes, with the latest edition of the National Electrical 
Code, ANSI/NFPA 70, or in Canada, Canadian Electrical 
Code, CAN/CSA C22.1, Part 1.

CAUTIONS: 
•  Label all wires prior to disconnecting for service. 

Wiring errors can cause dangerous and improper 
operation. Verify correct operation after servicing.

•  For your safety, burner inspection and cleaning 
should be performed only by qualified service 
personnel.

•  Make certain the power to the water heater is OFF 
before removing the unit cover panel. Exposed 
electrical components and moving parts can cause 
personal injuries.

•  For your safety, DO NOT attempt repair of electrical 
wiring, gas piping, heater control, burners, vent 
connectors, or other safety devices. Refer repairs to 
qualified service personnel.

Safety

California law requires that water heaters must be 
braced, anchored, or strapped to resist falling or 
horizontal displacement due to earthquake motions. For 
water heaters up to 52-gallon capacity, a brochure with 
generic earthquake bracing instructions can be obtained 
from: Office of the State Architect, 1102 Q Street, Suite 
5100, Sacramento, CA 95814, or you may call 916-445-
8100 or ask a water heater dealer.

However, applicable local codes shall govern 
installation. For residential water heaters of a capacity 
greater than 52 gallons or tankless-style, consult the 
local building jurisdiction code for acceptable bracing 
procedures.

FOR INSTALLATIONS IN THE STATE OF CALIFORNIA
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IMPORTANT SAFETY INFORMATION

General Installation and Maintenance Safety
WARNINGS: 

•  This water heater must be installed in accordance 
with these instructions, local codes, utility company 
requirements and/or in the absence of local codes, 
use the latest edition of the American National 
Standard/National Fuel Gas Code (NFGC), ANSI Z223.1 
and National Fire Protection Association, NFPA 54, or 
in Canada, CAN/CSA B149.1, Natural Gas and Propane 
Installation Code, and the latest edition of the 
National Electrical Code, ANSI/NFPA 70, or in Canada, 
Canadian Electrical Code, CAN/CSA C22.1, Part 1.

•  For your safety, DO NOT attempt to disassemble this 
water heater for any reason. Improper adjustments, 
alterations, service, or maintenance can cause death, 
personal injury, or property damage.

SAVE THESE INSTRUCTIONS

SAFETY PRECAUTIONS:
Read this manual entirely before installing and/or 
operating the water heater.

Use this water heater only for its intended purpose as 
described in this Use and Care Manual.

Have the installer show you the location of the gas shut-
off valve and how to shut it off if necessary. Turn off 
the manual shut-off valve if the water heater has been 
subjected to overheating, fire, flood, physical damage, 
or if the gas supply fails to shut off.

Be sure your water heater is properly installed in 
accordance with local codes and the provided 
installation instructions.

DO NOT attempt to repair or replace any part of your 
water heater unless it is specifically recommended in 
this manual. All other servicing should be referred to a 
qualified service technician.

PRODUCT INFORMATION
For Your Records
Write down and save the following product 
information along with the original sales slip and/
or cancelled check. The model and serial numbers 
can be found on the top label on the right side of the 
water heater.

MODEL NUMBER:  

SERIAL NUMBER:

DATE OF INSTALLATION:

INSTALLING COMPANY/PHONE NUMBER:

PLUMBING CONTRACTOR/PHONE NUMBER:

See page 93 for additional service information.

Read This Manual
Inside you will find many helpful hints on how to use and 
maintain your water heater properly. A little preventive care 
on your part can save you time and money over the life of 
your water heater.

You’ll find many answers to common problems in the 
"Troubleshooting Chart" on this Use and Care Manual. 
Always refer to this chart before calling for service. 
Referring to this chart before calling may answer your 
question(s) and eliminate the need for service.

Pre operating Checklist

Is the main gas valve to the water heater turned on?

Is the fuse in place or is the breaker turned on?

Does the water heater’s electronic ignition light?

Is the water temperature set to a safe temperature?

Is the water heater connected to a floor drain?

Is the water heater properly vented to the outside?

Is the water heater installed in a safe location away  
from flammable materials and/or freezing conditions?

Pro
duc

t In
for

ma
tion
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fety
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PRODUCT INFORMATION
Product Information
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1 3/4"
(45 mm)

1 3/8"
(35 mm)

28 9/16"
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Speci�cations – Direct-Vent Models

TOP VIEW

BOTTOM VIEW

FRONT VIEW
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PRODUCT INFORMATION
Speci�cations
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MODEL NO.

DIRECT-VENT AUTOMATIC INSTANTANEOUS WATER

HEATER FOR INSTALLATION IN A MANUFACTURED 

HOME (MOBILE HOME) OR RECREATIONAL VEHICLE"

CSA/ANSI Z21.10.3 • CSA 4.3-2019

FOR         INSTALLATION ONLY

PWWYY00001

X
X

X
X

X

TYPE OF GAS:           GAS

MAX. INLET GAS PRESSURE:         "w.c.

MIN. INLET GAS PRESSURE:         "w.c.

RECOVERY RATING:         GALLONS/HR

MAX. WORKING PRESSURE: 150 psi

ELECTRICAL RATING: 120V 60HZ LESS THAN 2 AMPS

MAX. INPUT:         BTU/HR, 

MIN. INPUT:         BTU/HR,

MANIFOLD PRESSURE:         "w.c. (FOR MAX. INPUT)

This appliance must be installed in accordance with local codes or, in the absence of local codes, 
the National Fuel Gas Code. ANSI Z223.1/NFPA 54 or the CSA B149.1, Natural Gas and Propane 
Installation Code.

"Suitable for combination water(potable) heating and space heating and not suitable for space heating applications 
only." "The water heater shall not be connected to any heating system or component(s) previously used with a 
nonpotable water heating appliance" 

"A pressure relief valve listed as complying with the Standard for Relief Valves and Automatic Gas Shutoff Devices for 
Hot Water Supply Systems, ANSI Z21.22 shall be installed at the hot water outlet connection of the water heater at the 
time of installation of the heater. Local codes shall govern the installation of relief devices. For safe operation of the 
water heater, the relief valve(s) must not be removed or plugged. No valve shall be placed between the relief valve and 
the water heater. The relief from the discharge of the pressure relief valve shall be disposed of in a suitable place 
where it will cause no damage. Also there shall be no other reducing coupling or other restrictions installed on the 
discharge line to restrict flow. See Installation Manual Heading, "PRESSURE RELIEF VALVES" for installation and 
maintenance of relief valve discharge line and other safety precautions." Turn off the electrical power and gas shutoff 
valve. Lift and release lever on the relief valve and check the manual operation of relief valve at least once a year." 
"Make certain the discharged water is directed to a suitable drain. Avoid contact with hot water and prevent water 
damage."

Complies with jurisdiction having 14 ng/J NOx regulations.

"MINIMUM CLEARANCE FROM COMBUSTIBLE OR NONCOMBUSTIBLE CONSTRUCTION: 1/2" SIDE CLEARANCE 
FROM FLANGED ENDS TO WALL; 0" REAR CLEARANCE-FROM MOUNTING BRACKET TO WALL; 12" TOP 
CLEARANCE-FROM TOP OF HEATER TO CEILING; 12" BOTTOM CLEARANCE-FROM BOTTOM OF HEATER TO 
FLOOR; 12" FRONT CLEARANCE)-FROM FRONT OF HEATER TO CLOSET DOOR" "NOTE: 24" MINIMUM 
RECOMMENDED FRONT CLEARANCE FOR SERVICE AND MAINTENANCE." "WIRING DIAGRAM BEHIND THE 
FRONT COVER."

FOR YOUR SAFETY : DO NOT STORE OR USE GASOLINE OR OTHER FLAMMABLE 
VAPORS AND LIQUIDS IN THE VICINITY OF THIS OR ANY OTHER APPLIANCE.

2

10

The following product informa -
tion can be found from the rating 
label on this water heater.

A. Model Number
B. Serial Number
C. Data Bar Code
D. Heater Type
E. Installation Type
F. Type of Gas
G. Max. Inlet Gas Pressure
H. Min. Inlet Gas Pressure
J. Recovery Rating
K. Max. BTU Input Rating
L. Min. BTU Input Rating
M. Manifold Gas Pressure
N. Certification Stamp
P. Alternate Approval Stamp
Q. Clearances

English Rating Label

English/French Rating Label

INSIDE OF FRONT COVER

Inside of 
top panel
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PRODUCT INFORMATION
Product Information
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PRODUCT INFORMATION
Typical Piping Diagram

Typical Direct-Vent Water Heater (No Recirculation) 
(Shown Without Venting)

Right Side View

Pro
duc

t In
for

ma
tion

Inlet Water Fitting 
With Water Filter

User 
Interface

*Condensate Pipe

Neutralizer

Relief Valve

Relief Valve

Drain 
Valve

Manual Gas
Supply Line
Shut-Off Valve

*Note: A flexible drain tube can be used

Service 
Valves

Hot 
Water
Outlet

Hot Water 
Outlet 

Service 
Valve

Sediment 
Trap

Cap

Power
Supply
Cord

Union

Cold Water Supply

Gas 
Supply

To Suitable
Drain To Suitable

Drain

To Suitable
Drain

To Hot Water
Faucet(s)

Condensate outlet

12



Product Information

PRODUCT INFORMATION
Typical Direct-Vent Water Heater (Recirculation via Dedicated Line) 

(Shown Without Venting)

Inlet Water Fitting 
With Water Filter

Relief Valve

Drain Valve

Expansion Tank

Manual Gas
Supply Line
Shut-Off Valve

*Note: A flexible drain tube can be used

Service Valves

Sediment Trap

Cap

Power
Supply
Cord

Union

Cold 
Water 
Supply

Condensate Pipe*

Gas Supply

To 
Suitable

Drain

To Hot Water
Faucet(s)

Condensate outlet

Recirculation Return Line

User Interface

Neutralizer

To Suitable Drain

13
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Typical Outdoor Water Heater
(Outdoor Conversion Kit Required - sold separately)

PRODUCT INFORMATION

This converted outdoor water heater is for OUTDOOR installation only.

DANGER
DO NOT install this water heater indoors or in a confined space. It is designed for outdoor 
installation only. Any other type of installation will result in death or serious personal injury.

Inlet Water Fitting 
With Water Filter

Neutralizer

Relief Valve

Drain Valve

Manual Gas
Supply Line
Shut-Off Valve

*Note: A flexible drain tube can be used

Service 
Valves

Sediment Trap

Cap

Power
Supply
Cord

Union

Cold Water Supply

Condensate Pipe*

Gas Supply

To Suitable
Drain

To Suitable
Drain

To Hot Water
Faucet(s)

Condensate outlet



INSTALLATION 
INSTRUCTIONS  

FOR THE 
CONTRACTOR
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Installation
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INSTALLATION INSTRUCTIONS

Standards Compliance
This water heater must be installed in accordance 
with these instructions, local codes, and utility 
company requirements. 

In the United States where local codes are not 
available, use the latest edition of the American 
National Standard/National Fuel Gas Code. A copy 
of the Fuel Gas Code can be purchased from either 
the American Gas Association, 400 North Capitol 
Street Northwest, Washington, DC 20001, as 
ANSI standard Z223.1, or National Fire Protection 

Association, 1 Batterymarch Park, MA 02269 as 
NFPA 54. 

In Canada, use the latest edition of the CAN/CSA 
B149.1 Natural Gas and Propane Installation Code 
and the Canadian Electrical Code, CAN/CSA C22.1, 
Part 1.  

A copy can be purchased from; Canadian Standards 
Association, 5060 Spectrum Way, Mississauga, ON 
L4W 5N6

Choosing a Location

WARNING:
Fire Hazard –Combustible construction refers to adjacent 
walls and ceilings and should not be confused with 
combustible or flammable products and materials. 
Combustible materials, such as clothing, cleaning 
materials, or flammable liquids, must not be placed against 
or next to the water heater. Fire or explosion could occur 
causing death, personal injury, and/or product damage.

A gas-fired water heater should never be installed in a 
space or room where liquids with flammable vapors are 
used or stored. Such liquids include gasoline, LP gas 
(butane or propane), paint, adhesives and their thinners, 
solvents, or removers. Flammable vapors carry long 
distances from where they are used or stored. The open 
flame of the water heater’s main burner can ignite these 
vapors causing an explosion or fire.

NOTICE:
Elevating a gas-fired water heater will reduce but NOT 
eliminate the possibility of lighting the vapor of flammable 
liquids which may be improperly stored or accidentally 
spilled.

NOTICE:
This water heater should not be located in an area where 
water leakage of the heat exchanger or connections will 
result in damage to the area adjacent to it or to lower floors 
of the structures. When such areas cannot be avoided, 
install a suitable catch pan with an adequate drain under 
the water heater. 

The following requirements will ensure a safe 
installation:
•  The water heater must be located in an area where 

it won’t sustain damage from moving vehicles, 
flooding, etc. If the water heater is installed in a 
storage garage, the direct ignition system and main 
burner should be no less than 18 in. (45 cm) above 
the garage floor.

•  If the water heater is installed in a repair garage or 
in a private garage,  the direct ignition system and 
main burner should be no less than 4.5 ft (1400 
mm) above the garage floor.

•  The water heater should be installed as close as 
possible to the vent exhaust and air intake. This 
minimizes the vent length and the number of 
elbows and joints required for venting.

•  The water heater should be installed with the 
correct venting and exhaust materials.  See 
"Venting" on this Use and Care Manual.

Ge
ner

al

Exhaust Vent Pipe
Air Intake Pipe

0" min.
(0 mm)

12"
(300 mm)
Minimum

Upward Slope
to Termination
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INSTALLATION INSTRUCTIONS
General

•  Every vent or air intake pipe penetration of a floor 
or ceiling should be sealed.

•  Failure to install and properly vent the water heater 
to the outdoors as outlined on "Venting" can result 
in unsafe operation. 

•  Long hot water lines should be insulated to 
conserve water and energy.

•  The water heater and water lines should be 
protected from exposure to freezing temperatures. 

•  Manufactured home approved.

•  Minimum water heater clearances from 
combustible and noncombustible construction are 
as follows:  
– 1/2 in. (1.3 cm) for sides and front.  
– 0 in. (0 cm) for rear with support bracket(s)  
– 12 in. (30 cm) from the bottom and top

– 0 in. (0 cm) for vent or air intake pipe

NOTICE:
Preferred maintenance clearance is 24 in. (61 cm) 
from top, bottom, and front of unit.

12" min.
(300 mm)

1/2" min.
(13 mm)1/2" min.

(13 mm)

12" min.
(300 mm)

0"
(0 mm)

0" min.
(0 mm)

Sealing Plate

•  DO NOT install the water heater in areas 
prohibited by National Fuel Gas Code in 
U.S. installation or CAN/CSA B149.1 in 
Canadian installation.

•  DO NOT install the water heater where it 
is subject to vibrations.

•  DO NOT install the water heater in a boat, 
or other watercraft.

•  DO NOT install the water heater near 
vents for heating and cooling unless 
a minimum clearance of 4 ft (1.2 m) is 
maintained.

Choosing a Location (cont.)
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INSTALLATION INSTRUCTIONS
Ge

ner
al

Product Inspection
Visually inspect the water heater for any possible 
damage.

Check the rating plate on the water heater to make 
sure the water heater was designed to be used with 
the supplied type of gas (natural or LP).

Verify that all included supplied parts are present as 
shown.

Water Heater Installation

Corrosive Atmosphere

NOTICE:
The water heater should not be installed near an air supply 
containing halogenated hydrocarbons where contaminants 
can enter the combustion air supply. 

Avoid installing a water heater in any of the 
following locations: beauty shops, dry-cleaning 
establishments, photo processing labs, and storage 
areas for liquid and powdered bleaches or swimming 
pool chemicals. These locations often contain such 
halogenated hydrocarbons.

The air supply containing halogenated hydrocarbons 
is safe to breathe, but when passed through a gas 
flame, corrosive elements are released that will 
shorten the life of any gas-burning appliance.

Propellants from common spray cans or gas leaks 
from A/C and refrigeration equipment are highly 
corrosive after passing through a flame.

NOTICE:
The water heater warranty is void when the failure is due to 
operation in corrosive conditions.

Screws

Mounting Bracket

Washers

Pressure 
Relief 
ValveLP Gas Conversion Kit

Service valve  
for hot water

Cross Over Valve

Service valve  
for cold water

Included Items

Some Models Only
NAT
LP
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The default settings of this water heater are as follows:

Factory Settings

FACTORY SETTINGS

Set temp. 120°F

Recirc Pump Mode None

Manifold Heaters 1

Water Saver Mode OFF

Elevation Sea Level

TemP. Unit Fahrenheit

Service Alert OFF

Beep on Alarm OFF

Display DISABLED

INSTALLATION INSTRUCTIONS
Start/Adjust
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Ge
ner

al

NOTICE:
The National Fuel Gas Code (NFGC) and CAN/CSA B149.1 mandate a manual gas shut-off valve.  
See NFGC/B149.1 for complete instructions. Local codes or plumbing authority requirements may vary from the instructions or 
diagrams provided and take precedence over these instructions. 

Typical Installation of Direct-Vent Water Heater

Water Heater Installation (cont.)

*Note: A �exible drain tube can be used.

Wall Plate
(Recommended)

Outside Wall

Drain Valve

Cap

Sediment Trap

Manual Gas 
Supply Line

Shut-Off Valve

Power Supply Cord

Exhaust Vent Pipe

Condensate Drain*

To Hot Water Faucets
Cold Water 
Supply Line

Service Valve
(supplied)

To Suitable
Drain

To Suitable
Drain

90° Elbow
Air Intake 

Pipe Upward Slope to 
outside termination

90° Elbow

INSTALLATION INSTRUCTIONS
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General

INSTALLATION INSTRUCTIONS
Mounting the Water Heater

CAUTION:
Reinforcement of the wall is required where the wall is not 
strong enough to hold the water heater. Failure to do so 
could result in personal injury and/or property damage.

The mounting location for the water heater should 
allow for easy access and operation.

The water heater is designed to be installed either 
inside the wall cavity between the wall studs or 
outside the wall cavity.  Either installation requires the  
water heater to be supported with a wooden support 
brace between the wall studs, or a piece of wood 
that is equal in size to the water heater and securely 
attached to the wall studs before the water heater is 
attached to it.  This piece of wood can be installed 
inside or outside of the wall. Use wood screws to 
secure brackets to wall. If mounting to a concrete 
wall, use lag bolts designed for concrete.

Make sure the proper electrical outlet or supply (120 
VAC/60 Hz) is available and located near the unit. All 
models come with a 6-ft. (1.8 m) power cord.

NOTE:
Outdoor installations require hard-wiring, consult 
instructions in the Outdoor Conversion Kit (sold 
separately) before mounting.

Attach the mounting bracket to the wall and secure it 
by 4 screws and washers. Make sure it is level.

Align the grooves on the back of the water heater 
with the tongues on the mounting bracket and hang 
the water heater on the bracket. When mounted with 
the mounting bracket, the water heater will have a 
5/8" (16 mm) clearance from the back of the wall. 
Using two screws and washers , secure the lower 
mounting bracket to the wall.

3

1

4

2
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DANGER:
Failure to properly vent the water heater to the outdoors 
as outlined in this Venting section will result in death or 
serious personal injury. To avoid the risk of fire, explosion, 
or asphyxiation from carbon monoxide, NEVER operate the 
water heater unless it is properly vented and has adequate 
air supply for proper operation as outlined in this Venting 
section.  This water heater must have air supply connected 
and terminated to the outdoors for direct vent application. 
Combustion air requirements of room air application shall 
follow “Room Air Application” in this Use and Care Manual.

WARNING:
Refer to page 17 for required clearances to combustible 
materials. Improper clearances can cause explosion or fire 
resulting in death, personal injury, and/or product damage.

CAUTIONS:
•  Check to make sure flue gases DO NOT recirculate into the 

air intake terminal when using direct venting. If the water 
heater is having service issues, flue recirculation may be a 
contributing factor. 

•  Even when the minimum vent terminal separation 
distances are followed, recirculation may still occur 
depending upon the location outside the building, the 
distance from other buildings, proximity to corners, 
weather conditions, wind patterns, and snow depth. 

•  Periodically check to make sure that flue recirculation 
is not occurring. Signs of flue gas recirculation include 
frosted or frozen intake terminals and condensate in the 
intake terminal and venting system. 

•  Correction to flue recirculation may involve angling the 
intake away from the exhaust terminal and increasing the 
distance between them. Check to be sure the intake and 
exhaust terminals are not obstructed, especially during 
periods of below-freezing weather.

Venting Requirements
The installation of venting must comply with national 
codes, local codes, and the vent manufacturer’s 
instructions.

The vent exhaust and air intake shall terminate 
outside as described in these instructions for direct 
vent application. Combustion air requirements 
of room air application shall follow “Room Air 
Application” in this Use and Care Manual. DO NOT 
vent this water heater through a chimney. It must be 
vented separately from all other appliances.

NOTICE:
The unit can be vented using only the following approved 
vent pipe material. 

Use only 2 or 3 inch diameter pipe. Refer to local 
codes for restrictions on the use of InnoFlue® PP, 
PVC, CPVC, or ABS pipe and fittings. All exhaust 
venting materials for product installed in Canada 
must meet ULC-S636. 

The use of cellular core PVC (ASTM F891), cellular 
core CPVC, or Radel® (polyphenolsulfone) in non-
metallic venting systems is prohibited and that 
covering non-metallic vent pipe and fittings with 
thermal insulation is prohibited.

This water heater requires a special venting 
system. Refer to venting supplier’s instruction for 
complete parts list and method of installation. 
The manufacturers and product lines listed on the 
following tables have been tested and authorized to 
safely operate with Rheem tankless water heater. 

Approved Vent Materials, Fittings and Terminations:

* Can be 1 throught 9.

ABS is not permitted for exhaust vent in Canada
Approved Polypropylene Vent Manufacturer/Trade Name:

*Refers to variations in nominal size.  

Venting for Direct-Vent Water Heater

Ve
ntin

g

Acceptable Materials 
for Exhaust

Acceptable Materials 
for Air Intake 
 

Fittings 

Terminations 
(Manufactured 
by Polytech)

Schedule 40, 
ASTM D-1785

Schedule 40, 
ASTM D-1785, 
and DWV, 
ASTM-D2665

Schedule 40, 
ASTM D-2665

RXGY-G01

RXGY-G02

RXGY-G02C, 
RH140, RH17* 

RXGY-E03A

RXGY-G01C

PVC

Schedule 40, 
ASTM F-441

Schedule 40, 
ASTM F-441, 
and CPVC 4120, 
ASTM-D2846

Schedule 40, 
ASTM F-438

 

CPVC

Schedule 40, 
ASTM D-2661

Schedule 40, 
ASTM D-2661 
 

Schedule 40, 
ASTM D-2661

 

ABS

Manufacturer

Trade Name

Single Wall Pipe

Elbow

Adapter

Non-Return Valve (NRV)

Siphon

Termination

Centrotherm

InnoFlue®

ISVL**** or ISVL****UV

ISELS****ISELL**** or ISELL****UV

ISAAL0202

ISNRV****

IASJBVS

ISLPT**** or ISTT****

INSTALLATION INSTRUCTIONS
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INSTALLATION INSTRUCTIONS
Venting

DO NOT USE Schedule 20, Cell Core, Drain Pipe, 
Galvanized, Aluminum or B-Vent.

InnoFlue®Flex vent is allowed to be used up to 50 
ft (15.2 m) only when it is installed vertically or within 
45 degree from perpendicular direction. DO NOT 
use InnoFlue®Flex vent for any other installation, 
or any other flexible vent. Refer to manufacturer’s 
instruction for details.

Vent Lengths and 
Control Adjustments
Before starting the vent installation, careful planning 
should be given to the routing and termination of the 
vent pipes. The length of the vent pipes (inlet and 
outlet) should be kept to a minimum. Also, see pages 
25–26 and 30 for vent terminal placement. Refer 
to the maximum and minimum vent length charts 
for the pipe sizes that can be used and the total 
equivalent length of pipe that can be used. DO NOT 
exceed equivalent length of pipe in maximum vent 
length chart.

Venting for Direct-Vent Water Heater

Vent 
System 

Diameter

Min. Allowed Equivalent 
Vent Length

Max. Allowed Equivalent 
Vent Length

Vent 
System 

Termination
Inches Feet Meters Feet Meters

2 1 0.3 70 21.3 90° Elbow

3 1 0.3 150 45.7 90° Elbow

The vent termination is not included in the equivalency calculations.

NOTICE:  A 90°, ¼ standard bend or long bend elbow is equivalent to 6 ft. (1.83 m) of straight pipe. A 45°, 1/8 
standard bend or long bend elbow is equivalent to 2.5 ft. (0.76 m) of straight pipe. A 90°, short bend radius elbow 
is equivalent to 12 ft. (3.66 m) of straight pipe.

DO NOT use unequal diameters of pipe and fittings for the vent system.

See examples below.

Short Bend 90° Elbow
OK to Use

Standard Bend 90° Elbow
OK to Use

Long Bend 90° Elbow
OK to Use

 
 

 

Elbow Examples




















































































































































